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RETAINING GLANDS AND
CASING SPACERS INSTALLED
PER MANUFACTURER'S SPECIFICATIONS

CARRIER MINIMUM MINIMUM
PIPE SIZE | STEEL CASING | WALL THICKNESS
4" 12" 250
6" 16" 250
8" 18" 3125
10" 20" 3125
12" 24" 375
16" 30" 500
18" 30" .500
20" 36" 5625
24" 36" 5625
30" 42" 5625
36" 48" 5625

NOTES:

1. CASING INSULATOR RUNNER HEIGHTS SHALL NOT INTERFERE WITH PIPE JOINT RESTRAINTS.
2. RETAINER GLANDS ARE REQUIRED SO THE CASING SIZE SHALL BE ADJUSTED ACCORDINGLY.
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