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- CADD FILE NAME:

LBFH INC.

MCB

LEGEND

AB  _  ALARM BELL

AL _  ALARM LIGHT

ASB _ ALARM SILENCE BUTTON

ATS _  ALTERNATOR TEST SWITCH

CCB _ CONTROL CIRCUIT BREAKER

DPDT _ DOUBLE POLE DOUBLE THROW

DRB - DUPLEX RECEPTACLE BREAKER

ECB - EMERGENCY CIRCUIT BREAKER

ETM — ELAPSED TIME METER

F _ FUSE

FB _ FUSE BLOCK

FL _ FLASHER

GFI _ GROUND FAULT INTERRUPT

GFDR _ GROUND FAULT DUPLEX RECEPTACLE
GND _ GROUND

GR _ GENERATOR RECEPTACLE

HOA _ HAND-OFF-AUTO SELECTOR SWITCH
MB _ MOTOR BREAKER

MCB  _ MAIN CIRCUIT BREAKER

MS _ MOTOR STARTER

MTIPC_ MULTITROBE INDICATING PUMP CTH
oL _ OVERLOAD

PB _ POWER BLOCK

PL _ PILOT LIGHT

PM _ PHASE MONITOR

R _ RELAY

RL _ RUNNING LIGHT

8B _ TERMINAL BLOCK

TTS _ THERMAL TERMINAL STRIP

XFMR _ TRANSFORMER
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NOTE:

THESE ARE MINIMUM REQUIREMENTS FOR PUMP STATION CONTROL PANELS. OTHER REQUIREMENTS AS
SHOWN ON THE DRAWINGS OR AS SPECIFIED OR AS REQUIRED BY THE ENGINEER OF RECORD OR S.L.C.Y.
SHOP DRAWINGS FOR PANELS ARE REQUIRED TO BE SUBMITTED FOR APPROVAL.

SHALL BE PROVIDED.
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CONSTRUCTION STANDARDS
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