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Cover

Myers Stickle Preserve

Note: Pages may be omitted is not needed

DPBR Approval
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1Customer: 

Manufacturer: Leesburg Concrete Company Inc.
1335 Thomas Ave, Leesburg Florida 34748
1-800-882-4177 

Site installed items not by LCCI
1. Foundation system
2. Connection to plumbing, mechanical, electrical systems
3. Fire alarm systems
5. Gutters and downspouts

1. Code standard requirements
1.1 2023 Florida Building Code 8th Edition
1.2 2023 Accessibility Code Florida 8th Edition
1.3 2023 Mechanical, Plumbing Code Florida 8th Edition
1.4 2023 Florida Fire Prevention Code Florida 8th Edition
1.5 2020 NEC
1.6 ASCE 7-22
1.7 ASI318-14
1.8 PPCI 8th Edition
1.9 Steel Construction Manual
1.10 Florida Energy Code Exemption 
1.11 FBC C101.4.2.4 Buildings (Exemption #2)

2. Loads
2.1 Roof Live Load: 60 PSF - Floor Live Load: 150 PSF
2.2 Wind Loading: 143 MPH (ASD)/ 185 MPH (Ultimate)
2.3 Seismic Design Catagory A

3. Wind Design Criteria
3.1 Risk Catagory III
3.2 Exposure Catagory C

4. Materials
4.1 Concrete =
4.1.1 Release = 2,500 PSI
4.1.2 28 Day = 5,000 PSI
4.2 Rebar: ASTM A615, Grade 60
4.3 Welded Wire Fabric: ASTM A185, Grade 60 (WWR W4 x W4 - 3x3)

5. Utility
5.1 Construction Type V-B

6. Occupancy
6.1 Utility

General Notes
1. Signed and sealed plans are on file with a third party
    agency
2. Plan review inspection required by chapter 633 F.S. shall

be done on site by local fire safety inspector
3. Fl Product Approval:

3.1 Doors: FL 14482-R12 or 16355-R5
           Windows: FL 243.5
           Louvers: FL 6876.2
           Roof Coating: FL 1026-R9
4. Reinforcement to be 1 1/2" clear from all perimeter edges

and in center of thickness unless shown otherwise
5. Welded wire fabric may be substituted for rebar mat
6. Electric, Plumbing and Water Heater System Pre-installed
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Building Notes

2 Perspective

Building Notes
1. Building is delivered as a shell with interior finishes only. Fire alarm and low voltage system are not 

included with the precast scope
2. Exterior Wall Finish:    Split Face Block Formliner
3. Exterior Roof: Standing Seam Formliner
4. Interior and Exterior Paint: TexCote

                               Finish Coats: 2 - Coats Superpaint By Sherwin Williams

a.
b.
c.
d.
e.
f.
g.

Exterior Wall Color: TBD
Exterior Trim Color: TBD
Interior Ceiling Color: TBD
Interior Wall Color: TBD
Concrete Roof Color: TBD

 Concrete Floor Color: TBD
Door Color:    TBD  

1 Perspective B
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Elevation

 1/2" = 1'-0"1 North

 1/2" = 1'-0"2 South

Accessories Schedule
Type Mark Type Count

5 42 in Grab Bar 4
9 36 in Grab Bar 4
14 12 x 12 Metal Louver 11
15 Baby Changing Station 2

Lighting Fixture Schedule
Type Mark Type Count
6 Exterior Light 7
11 Emergency Light + Exit Sign 6
17 Interior Light 8

Door Schedule
Mark Type Count
55 36" x 84" Hollow Metal Door and Frame 1
60 36" x 84" Hollow Metal Door and Frame 1
61 36" x 84" Hollow Metal Door and Frame 1
62 36" x 84" Hollow Metal Door and Frame 1
63 36" x 84" Hollow Metal Door and Frame 1
64 36" x 84" Hollow Metal Door and Frame 1
65 36" x 84" Hollow Metal Door and Frame 1

D
AT

E
D

ES
C

R
IP

TI
O

N
IN

I
R

EV
 #

11
/2

4/
20

25
Fo

r A
rc

hi
te

ct
ur

al
 R

ev
ie

w
1

Electrical Fixture Schedule
Type Mark Type Count

7 Exterior Wall Mounted Exhaust Fan 6
18 Single GFI Outlet 7
20 Sensor 6

Plumbing Fixture Schedule
Type Mark Type Count

23 Wall Mount Toilet 7
25 Wall Mount Urinal 1
31 SS Matt Brushed TP Holder 7
32 Wall Mount Lav 6
33 Drinking Fountain 1
36 5" Strainer - 4" Drain 6
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Elevation

 1/2" = 1'-0"1 East

 1/2" = 1'-0"2 West

Door Schedule
Mark Type Count
55 36" x 84" Hollow Metal Door and Frame 1
60 36" x 84" Hollow Metal Door and Frame 1
61 36" x 84" Hollow Metal Door and Frame 1
62 36" x 84" Hollow Metal Door and Frame 1
63 36" x 84" Hollow Metal Door and Frame 1
64 36" x 84" Hollow Metal Door and Frame 1
65 36" x 84" Hollow Metal Door and Frame 1

Accessories Schedule
Type Mark Type Count

5 42 in Grab Bar 4
9 36 in Grab Bar 4
14 12 x 12 Metal Louver 11
15 Baby Changing Station 2

Window Schedule
Type Mark Type Count
33 1' x 3' Fixed Glass Window 6

Electrical Fixture Schedule
Type Mark Type Count

7 Exterior Wall Mounted Exhaust Fan 6
18 Single GFI Outlet 7
20 Sensor 6
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Floor Plan

 1/2" = 1'-0"1 Floor Plan

Accessories Schedule
Type Mark Type Count

5 42 in Grab Bar 4
9 36 in Grab Bar 4
14 12 x 12 Metal Louver 11
15 Baby Changing Station 2

Plumbing Fixture Schedule
Type Mark Type Count

23 Wall Mount Toilet 7
25 Wall Mount Urinal 1
31 SS Matt Brushed TP Holder 7
32 Wall Mount Lav 6
33 Drinking Fountain 1
36 5" Strainer - 4" Drain 6

Electrical Fixture Schedule
Type Mark Type Count

7 Exterior Wall Mounted Exhaust Fan 6
18 Single GFI Outlet 7
20 Sensor 6

Door Schedule
Mark Type Count
55 36" x 84" Hollow Metal Door and Frame 1
60 36" x 84" Hollow Metal Door and Frame 1
61 36" x 84" Hollow Metal Door and Frame 1
62 36" x 84" Hollow Metal Door and Frame 1
63 36" x 84" Hollow Metal Door and Frame 1
64 36" x 84" Hollow Metal Door and Frame 1
65 36" x 84" Hollow Metal Door and Frame 1

Lighting Fixture Schedule
Type Mark Type Count
6 Exterior Light 7
11 Emergency Light + Exit Sign 6
17 Interior Light 8

Electrical Equipment Schedule
Mark Type Count
5 100A Electrical Panal 1
6 On Demand Water Heater 1
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Soap Dispenser Schedule
Type Mark Type Count
41 Soap Dispenser 6

Specialty Equipment Schedule
Type Mark Type Count

15 Baby Changing Station 2
17 KB2600-Stretcher Extension Open 1
17.1 KB2600-Folded 1
21 Paper Towel Dispenser 6
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Floor Blockout
Plan

 3/4" = 1'-0"1 Floor Blockout Plan
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Roof Plan

 3/4" = 1'-0"1 Roof Plan
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Section

 3/4" = 1'-0"1 Section 1

 3/4" = 1'-0"2 Section 4

Accessories Schedule
Type Mark Type Count

5 42 in Grab Bar 4
9 36 in Grab Bar 4
14 12 x 12 Metal Louver 11
15 Baby Changing Station 2

Electrical Fixture Schedule
Type Mark Type Count

7 Exterior Wall Mounted Exhaust Fan 6
18 Single GFI Outlet 7
20 Sensor 6

Plumbing Fixture Schedule
Type Mark Type Count

23 Wall Mount Toilet 7
25 Wall Mount Urinal 1
31 SS Matt Brushed TP Holder 7
32 Wall Mount Lav 6
33 Drinking Fountain 1
36 5" Strainer - 4" Drain 6

Lighting Fixture Schedule
Type Mark Type Count
6 Exterior Light 7
11 Emergency Light + Exit Sign 6
17 Interior Light 8
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Soap Dispenser Schedule
Type Mark Type Count
41 Soap Dispenser 6Specialty Equipment Schedule

Type Mark Type Count
15 Baby Changing Station 2
17 KB2600-Stretcher Extension Open 1
17.1 KB2600-Folded 1
21 Paper Towel Dispenser 6
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Shipping
Information
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Electric Plan

 3/4" = 1'-0"1 Electric Plan

Lighting Fixture Schedule
Type Mark Type Count
6 Exterior Light 7
11 Emergency Light + Exit Sign 6
17 Interior Light 8

Electrical Fixture Schedule
Type Mark Type Count

7 Exterior Wall Mounted Exhaust Fan 6
18 Single GFI Outlet 7
20 Sensor 6

Lighting Device Schedule
Type Mark Type Count

19 Switch 1

Electrical Equipment Schedule
Mark Type Count
5 100A Electrical Panal 1
6 On Demand Water Heater 1
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Electrical
Notes

ELECTRICAL SERVICE NOT PROVIDED BY LCCI
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TOTAL VA 4920 PANEL AMPS =... 20.5
TOTAL VA LEG 4200 720

23 24
21 22
19 20
15 18
15 16
13 14

11 12

Water Heater 20 9 29.0 3480 10
RR GFI 20 7 1.5 180 180 1.5 8 20 RR GFI
RR GFI 20 5 1.5 180 180 1.5 6 20 RR GFI

RR GFI 20 3 1.5 180 180 1.5 4 20 RR GFI
Lights/Exhaust... 20 1 1.5 180 180 1.5 2 20 Chase GFI

DESCRIPTION BRK... CIRC... AMP VA VA AMP CIRC... BRK... DESCRIPTION

PANEL DESIGNATION: PP LOAD CENTER                                                                                                 SERVICE:    120 / 240V /
IPH / 3W                                                     LOCATION: INTERIOR WALL...

SPECIFICATIONS

1. ALL WORK TO BE COMPLETED IN ACCORDANCE WITH 2023 FLORIDA
BUILDING CODE, 8TH EDITION, NFPA 70-22 THE NATIONAL ELECTRIC 
CODE 2020

2. WIRING SHALL BE IN CONDUIT SIZE 1/2" OR AS REQUIRED
FOR CONDUCTOR NUMBER AND SIZE. USE ELECTRIC METALLIC
TUBING, WHERE PVC CONDUIT WILL BE EXPOSED ON EXTERIOR USE
SCHEDULE 80. USE FLEXIBLE CONDUIT FOR FINAL EQUIPMENT
CONNECTIONS

3. CONDUIT AND CABLES PASSING THROUGH FIRE RATED CONSTRUCTION
SHALL NOT LESSEN THE RATING OF CONSTRUCTION. CONDUITS
PENETRATING EXTERIOR WALLS SHALL BE COMPLETELY WATERTIGHT

4. SUPPORT CONDUIT AND CABLE DIRECTLY FROM THE BUILDING
STRUCTURE AS PER NATIONAL ELECTRIC CODE (NEC) REQUIREMENTS

5. CONDUCTORS SHALL BE COPPER, MINIMUM SIZE NO. 12 AWG OR AS
REQUIRED FOR CIRCUIT. COLOR CODE IN ACCORDANCE WITH THE 
NEC. CONDUCTOR INSULATION SHALL BE TYPE THHN/THWN

6. BOXES SHALL BE SHEET STEEL TYPE SIZED FOR NUMBER OF
CONDUCTORS AND DEVICES IN ACCORDANCE WITH CODE.
COORDINATE PLACEMENT OF BOXES IN AND AROUND CASEWORK, 
KNEE SPACE, LAVATORIES, AND OTHER EQUIPMENT TO AVOID
CONFLICT WITH MIRRORS AND OTHER APPURTENANCES, REFER TO
ARCHITECTURAL  DRAWINGS. LOCATE LIGHTING CONTROL SWITCHES
ON STRIKE SIDE OF DOOR. FIELD VERIFY FINAL DOOR SWINGS.
BOXES CAST IN CONCRETE SHALL BE CAST IN PLACE GRADE
BOXES AND SHALL BE CAST FLUSH WITH THE WALL SURFACE

7. WIRING DEVICES SHALL BE 20 AMPERE SPECIFICATION GRADE TYPE.
COVER PLATES SHALL BE HIGH IMPACT PLASTIC OR NYLON. FINAL 
COLOR OF WIRING DEVICES AND COVER PLATES SHALL BE APPROVED
BY THE OWNER OR ARCHITECT

8. NOTIFY THE POWER COMPANY AND ARRANGE FOR SERVICE. LABOR
 AND MATERIALS NOT COVERED BY THE POWER COMPANY SHALL BE 

PAID BY THE OWNER. ELECTRICAL UTILITY SERVICE BY OWNER

9. LOAD CENTERS SHALL HAVE MAXIMUM 20 CABINETS. PANELS SHALL 
BE FULLY RATED OR HAVE A UL LISTED SERIES CONNECTED RATING 
OF A MINIMUM 22,000 AIC. IF THE AVAILABLE FAULT CURRENT 
EXCEEDS THE 22,000, CONTACT THE ENGINEER OF RECORD
IMMEDIATELY FOR DIRECTION ON HOW TO PROCEED. LOAD CENTER
SHALL HAVE A MINIMUM 20% SPARE CAPACITY UPON COMPLETION OF
PROJECT

10. OWNER PROVIDED GROUND SYSTEM AS PER NEC ARTICLE 250
REQUIREMENTS

11.OWNER OBTAIN AND PAY FOR PERMITS AND INSPECTIONS
REQUIRED FOR WORK

12.DRAWINGS INDICATE DESIGN BASED EQUIPMENT. VERIFY EXACT
LOCATION. CHARACTERISTICS AND CONFIGURATION OF CONNECTIONS
REQUIRED FOR OWNER FURNISHED EQUIPMENT AND EQUIPMENT
SPECIFIED UNDER OTHER DIVISIONS. IF ALTERNATE EQUIPMENT IS
USED, PROVIDE PROPER OVERCURRENT PROTECTION DEVICES AND
CIRCUIT REQUIRED. EQUIVALENT EQUIPMENT TO THAT SPECIFIED
MAY BE SUBSTITUTED. HOWEVER, THE CONTRACTOR SHALL MAKE
ANY ADJUSTMENTS AND CHANGES REQUIRED TO ACCOMMODATE THE
SUBSTITUTIONS AT NO COST TO THE OWNER. CONTRACTOR SHALL
GUARANTEE EQUIVALENCE OF SUBSTITUTED EQUIPMENT

13.PROVIDE SHOP DRAWINGS, OPERATION AND MAINTAINED MANUALS
AND MAINTAIN RECORD DRAWINGS PER THE REQUIREMENTS OF THE 
ARCHITECT
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